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1 Phase UPS 
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Functional Block Diagram

Single Phase UPS
6001-033-03 Rev A
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1
Use for different Input / Output Volt and Multiple Output Volt unit.2
Connect this way for different Input and Output Voltage units3
In case of Output CB/AUX Output CB (both using), 
wire AUX CB’s to MBS output.
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* Standard for Fire Alarm Backup (FAB) System
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